
Draft Minutes 
 

Town Facilities Commission 
Meeting Minutes 

Wednesday June 2, 2010 
Fairfield Ludlowe High School 

Unquowa Road 
Fairfield, Connecticut 

Front Lobby 
 

Present:  Mr. Kelly, Mr. Sapone, Mr. Speciale, Mr. Gallagher, Mr. Galle, Mr. Jones 
Absent:  Mr. Convertito, Mr. Pesci, Mr. DiMartino, Mr. Briks 
Others:  Judy Ewing, Tom Cullen, David Ebling, Dave Fryer, Charlotte Leslie, Joe Blake, Ken Flatto 
 
  I.  Call To Order 
    Mr. Kelly called the meeting to order at 6:17 p.m. 
 
  II.  Tour of Windows with Tom Cullen 

Main office.  This room has single pane windows with aluminum frames.  These 
windows leak air and water.  These are the original 1949 windows. 
 
Room 276.  This room has single pane windows that are screwed shut.  The caulking has 
deteriorated and  some of the windows have no handles. 
 
Boys Lavatory .  The windows have no handles and do not close completely. 
 
Guidance suite ‐  Room 286E.  There are holes in window for air conditioning pipes. 
Room 286 B.  The windows are taped shut. 
 
Room 224.  This room has large gliding windows.  The tracks are broken.  When these 
large windows are open, the blinds fall out.  Mr. Cullen suggested fixed window panels 
with hopper and awning windows on the bottom.  The existing windows are single pane 
and probably go back to the 1960’s.  Mr. Ebling said that this side of the building is very 
hot in the afternoons.  Mr. Cullen said that the FLHS renovation did not do the windows 
or the roof. 
 
Hallway.  Windows leak. The windows need to be caulked. 
 
Mr. Gallagher asked how many construction areas there were.  Mr. Cullen said there 
were four construction areas. 
 
Wright House Stairwell 7 Floor 1. The windows had no handles. 
 
Warner House Room 314. The windows slide open.  The blinds get sucked out when the 
windows are open. 
 



Business/Health Corridor .  The windows leak.  They have not been caulked for a long 
time. Mr. Cullen said that certain areas in the building were repointed.  The repointing 
was done in pieces.  He said Hoffman did the assessment in April, 2005.  The bid went 
out the following year and the repointing was done in July, 2008.  He said this was 
typical on all levels of the building. 
 
Room 213‐214 Chemistry Lab.  The windows leak.  The shades get sucked out which 
does not allow air to get into the room.  This room has air conditioning. 
 
Mr. Cullen said that most of the complaints come from the guidance office and teachers. 
Some examples of complaints are that they can’t keep the windows closed and need to 
place towels around the windows in the winter and that the large glider windows, when 
open, suck out the blinds. 
 
Mr. Cullen said that hopper and awning windows would be a good choice because with 
the exhaust vent on the other side of the room, the windows would pull air in and it 
would exit through the exhaust vent.  He said that the Hoffman report has the window 
specs. 
 
Room 121 Orchestra Room  (Physical education/music wing.  The teacher complains 
that there is no air movement in the room.  The windows leak.  They need to be 
caulked. The room is hot and humid which affects the instruments and sheet music.  The 
windows can’t be opened.  The room has a new ventilator but no air conditioning. 

 
  III.  Public Comment 
    No public comment. 
 
  IV.  Adjourn 
    Mr. Kelly adjourned the meeting at 7:10 p.m. 
 
 
    John Convertito, Secretary 
    Ellen Marks, Recording Secretary 
     
 


